Escuela Avancemos
Water Sampling Lead Analysis Report

1. INTRODUCTION

1.1. GENERAL

This report presents the results of our water sampling performed at the site of
Escuela Avancemos, 3811 Cicotte, Detroit ML, on May 20t, 2016. The sample results
taken in conjunction with this investigation are also presented on Appendix 1.

1.2. OBJECTIVES AND SCOPE
In general, the objectives of this investigation were to:

Accurately evaluate water outlets for lead above the EPA Maximum Contaminate
Level (MCL).

1.3. AUTHORIZATION
Authorization was provided by phone for our Professional Services by Abdul Saad
on May 11t 2016.

2. SITE INVESTIGATIONS

2.1, FIELD PROGRAM
In order to sample and evaluate water, GSES took six samples, a First Draw sample
and a Flush sample, from three different locations on the site.

The field portion of our investigation was under control and continual supervision
of an experienced member of our field scientist staff.

2.2 LABORATORY TESTING

2.2.1, General

In accordance with ASTM D3559 and the U.S. Environmental Protection Agency
guidelines for lead in drinking water at schools and child care facilities, we took two
samples: first draw and flush, which is the required testing standard for drinking
water lead contamination.
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Results of the tests indicate that the water is below the threshold for lead
contamination. A copy of the lab report and Chain of Custody is attached (Appendix

1).
3. DISCUSSIONS AND RECOMMENDATIONS

3.1. DISCUSSIONS OF FINDINGS
The water results are below the threshold for lead contamination.

We appreciate the opportunity of providing this service for you. If you have any
questions concerning this report or require additional information, please do not
hesitate to contact the undersigned.

Respectfully submitted,

o= "

Michael Etters
Field Scientist

onica Starks, CIEC
Principal

Council-certified Indoor Environmental
Consultant Board-awarded by the
American Council for Accredited
Certification
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Appendix 1, Lab Results, Chain of Custody

17800 Woodward Ave Suite 200
Detroit, M1 48203



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 366447
512712016
Customer: G. S. Group Source: Escuela Avancemos, DC-01-GBF-01-P
Monica Starks i
17800 Woodward Ave Source City: Detroit
#200 Source State: M|

Detroit, Ml 48203

Date/Time Received:  5/20/2016 14:25
Collected by: M. Etters
The resuits herein conform to TNI and ISOAEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Level Detected’ marked with an asterisk (*} indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"NO" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level (MCL} for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicales the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
“DE* This column indicates the contaminant dilution factor,
Report Notes:
Fedld# Contaminant  Method Standard  Units LRL  Level DF Datefme  Date  DatefTime

 Detected  Sampled  Prepped  Analyzed

Inorganic Analytes - Metals

1030 Lead

These test results may be used for compliance purpose as required.

%Analyst Tests

iEC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.
Page 1 of 1 355447 Lead Only . Dale Printed: 5/27/2016 7:54.21 AM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Mi, 48197-5166
{(440) 449-2525, Fax: (440} 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356448
512712016
Customer. G, S. Group Source: Escuela Avancemos, DC-01-GBF-01-F
Monica Starks .
17800 Woodward Ave Source City: Detroit
#200 Source State:M!

Detroit, Mi 48203

DatefTime Received:  5/20/2016 1425
Collected by: M. Etters
The resulls herein conform to TNI and ISOAEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainly of the test resulls are available upon request. All Dates and Times are reporled as U.S. Eastemn Time.
Legend:

Any ‘Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level {MCL) or one of the Standards of
Quality.

"ND” This contaminant was not detected at or above our fower reporting limit (LRL)
"NA" Not Analyzed
"Standard"  This column indicates either the Maximum Contaminant Level {MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the taboratory can delect a contaminant.
"DF" This column indicates the contaminant dilution factor,
Report Notes:
Fedid# Contaminant  Method Stendard  Unis LRL  level  DF Daeffme  Date  DatefTimo

Detected Sampled  Prepped  Analyzed

Inorganic Analytes - Metals

ey

512012016 0829

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Tesling Laboralories, Lid.
Page 1 of 1 355448 Lead Only Date Printed: 5/27/2016 7:54:21 AM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Ml, 46197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356449
5127/2016
Customer:  G. 8. Group Source: Escuela Avancemos, DC-01-WF-02-P
Monica Starks . .
17800 Woodward Ave Source City: Detroit
#200 Source State:Ml

Detroit, M1 48203

Date/Time Received:  5/20/2016 14:25
Collected by: M. Etters
The results herein conform to TN! and ISOAEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report, The
uncertainty of the test resulls are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any "Leve! Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MGCL} or one of the Standards of
Quality.

“ND" This contamninant was not detected al or above our {ower reporting limit (LRL)
"NA" Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Leve! (MCL) for EPA Primary Standards or the guideline valuss for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the {aboratory can detect a contaminant.
"DF This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant  Method Standard  Units LRL  levl = DF Dateffme  Date Date/Time

Deteced =~ Sampled =~ Prepped  Analyzed

1030 tead - o068 ofi5

These test results may be used for compliance purpose as required.

{Analyst  Tests
EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories. Lid,
Page 1 of 1 355449 Lead Only Date Printed: 5/27/2016 7:54:21 AM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilantl, M1, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 365460
512712016
Customer:  G. S. Group Source: Escuela Avancemos, DC-01-WF-02-F
Monica Starks ]
17800 Woodward Ave Source City: Detroit
#200 Source State: M|

Detroit, Ml 48203

Date/Time Received:  5/20/2016 14:25
Collected by: M. Etters
The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narated in the body of the report. The
uncertainty of the test results are avaliable upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any ‘Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA® Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guidetine values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporling Limit, which is the lowest leve! that the laboratory can detect a contaminant.
“DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant  Method Standerd  Units LRL  Levl  DF DateTme  Date  DatelTime

‘ ‘ _ Detected  Sampled  Prepped  Analyzed
fnorganic Analytes - Metals

1030 lead | 2004

51202016 08

These test results may be used for compliance purpose as required.

spsmote

alyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full. without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 355450 Lead Only Date Printed: 52712016 7:54:21 AM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, M, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 366451
512712016
Customer:  G. S: Group Source: Escuela Avancemos, DC-02-KC-03-P
Monica Starks ]
17800 Woodward Ave Source City: Detroit
#200 Source State: M!

Detroit, Ml 48203

Date/Time Received:  5/20/2016 14:25
Collected by: M. Etters
The results herein conform to TNI and ISOAEC 17025:2005 standards, where applicable, unless otherwise narrated in the baody of the report. The
uncertainty of the test resulls are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA™ Not Analyzed
"Standard"  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratoty can detect a contaminant.
"DF" This column indicates the contaminant dilution faclor.
Report Notes;
Fedid# Contaminant  Method Standard Unis LRL  Leved  DF Daefme  Date Datefime

 Detected  Sampled = Prepped  Analyzed
Inorganic Analytes - Metals

1030 o taaxi “ 2*308 BM‘& mg 801 o

s

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the wrilten approval of National Testing Laboratories, Ltd.
Page 1 of 1 355451 Lead Only Dale Prinled: 5/27/2016 7:54:21 AM



Laboratory ID: 0055 National Testing Laboratories, Ltd
566 South Mansfield, Ypsilanti, Ml, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 3654562
512712016
Customer:  G. S. Group Source: Escuela Avancemos, DC-02-KC-03-F
Monica Starks J
17800 Woodward Ave Source City: Detroit
#200 Source State: M|

Detroit, Mi 48203

Date/Time Received:  5/20/2016 14:25
Collected by: M. Etters
The resuits herein conform to TNI and ISOIEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test resulls are avallable upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level {MCL) or one of the Standards of
Quality.

“ND” This contaminant was not detected at or above our lower reporting limit (LRL)
“NA" Not Analyzed
“Standard”  This column indicates either the Maximum Contaminant Level {MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest leve! that the laboratory can detect a contaminant.
"DF* This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminat  Method Standard Units  LRL _ tev  DF Dalefme  Dae Dateime

Detected  Sampled  Propped  Anayzed

inorganic Analytes - Metals
-

ey Tt

These test results may be used for compliance purpose as required.

Wa!yst Tests
EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 355452 Lead Only - Date Printed: 5/27/2016 7:54:22 AM



ational Testing

General Compliance

Labﬁramﬁes Ltd Order Number: 2077502
Order Date: 05/16/2016
QMM}’ Water AWM Sample Number: TR0 355447
1-800-458-3330 Product: Lead Only
Sampie Pald: No Payment Method:
Sold To: TSR: EF
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Ascountlng Information:
17800 Woodward Ave
Detroit MI 48203 Payment §:
Check #:

Date Samplad ; 5@295_1!2
Time Bampled: g Z

Check Time Zone: @{S’T OestJmsT]PST

ESevela Pantemps
13- 79p- 9InS

Ola

Sampie 1D or Source: Dﬂ,@l é%P Ol ?

Source Type: [ Spring [ Well [Q/Mumczpal (] Surface

Pisase Use Mililary Time, e.g. 3:00pm = {5:00

Clant Mame;

Phione Bumber

Fax Mumbaer

PWS 1D (if applicable)

[ Other:
City & Sta @ "{T?lf‘/ Hrl
(¥ Different than Above)
nple Collected Eyw D (kj
{Signature)
sample Collected By: MkM Bitus

(Pleass Print)

WMiche| Bltevs

Form Completed By:

Lab Comments/Special Instrustions:

Stato Forms:

Lab Sample Info

‘Date Recelved: Y g 0 2&19
Time Recelved: / "j :Q S
Recelved By: = (e

mple recaipi criteria checked & accaptable.

[T} Deviations from acceptable sample receipt critaria noted
on PSA form.

Additional Comments:

his i \bewkion ¥ 1,

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS



{ National Testing

General Compliance

Laboratories, Ltd.‘ Order Number: 2077502
ames, Order Date: 05/16/2016 35544
Quality Woter Anclyss  Sample Number: D28
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Hethod:
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Ascounting Information:
17800 Woodward Ave
Detroit M 48203 Payment $:
Check #:

Date Sampled ;»jéws‘wzw{,j_@ié

Time Sampled :Wﬁ.f«_&?w Pisass Use Miltary Time, e.g. 3:.00pm = 15:00
Check Time Zone: @ésr [JcsTIMsT[IPST

t Mame: 6“ 9¢ vela A‘VM CemoS

Phone Numb

23— 790 - 905

Fax Number:

PWE ID# §if applicablel

Dj,:g,

sample 1D or Source: D? O\ «@%F—.. Ol- 'F-

Lab Comments/Special Instrustions:

Source Type: [[] Spring [] Well [Q/Municipal ] Surface

[} Other:
Dﬁﬂ !;Jtp Prl\,

(If Different than Above)

(S:gnature)

Sample Collected By:

(Please Print)

WMichal Brgs

Form Completed By;

Stats Formes:
Leb arple nfomey § 0 201
Date Recsjved: /

Time Recelved:_ 14 245

Recelved By ©¥F

Sarmple recsipt criteria checked & acceptable.

Devistions from acceptable sample recaipt criteria noted
on PSA form.

Mdn“}zﬂc n;?(‘;;agns 0941@\43 at Jrgus %al Chic 1%

00ashon, 1,

Wk Saupls

INCOMIPLE

ETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS

m‘




General Compliance

Laboratories, Ltd. Order Number: 2077502
SN Order Date: 05/16/2016
Quality Water Analysiy Sample Number: 355449 THINE
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
Sold To: TSR: EF
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit Ml 48203 Payment $:
Check #:

Date Sampled ;2 201 M.

Time Sampled iwﬁinﬁ Pisase Use Military Time, e.g. 3.00pm = 15:00
Check Time Zone: []reéT [gestmMsT]PST

Client Name: Eéﬁudq Mﬂ,}’}é'ﬁ}‘ﬁng

Fhone Number: 3)21,_75?0_, 9‘[@5

Fax Mumber:

PWES 1D (if anplicable)

Sampie ID or Scurce: DC ~0l- wF‘_. D2~ 'P

Lab Comments/Special Instructions:

Source Type: [] Spring [ Well municipal {7 Surface

State Forms:

Lab Sample Info :

Date Recelved: KY ? 0 201§
Time Recelved:_J* : 2 5
Recelved By: %F

Sample recsipt criteria chacked & acceptable.

] Deviations from accaptable sample receipt criteria noted
on PSA form.

[ Other:
(If Different than Above)
sampie otctsa 8 NANA_A {L@
(Signatura)
Sample Collected By: \\/k’g E: ‘ %Vg
{Please Print)

Form Completed By,

il Brus

10 i6 Jpeshe, 27,

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS



General Compliance

Jational Testing
Laboramnesy Ltd Order Number: 2077502
| Order Date: 05/16/2016 355450
W A * i '
Qualiy Wator Avalyis  Sample Number Ui nemundl
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
TSR: EF
Sold To:
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Ascounting Information:
17800 Woodward Ave
Detroit MI 48203 Payment $:
Check #:
Lab Comments/Speolal Instructions:
Date Sampled 5—‘ Z@;ﬁl&
Time Sample _ﬁ Please Usa Miltery Time, e.g 3:00pm = 15.00

Check Time Zone: m’gST [QcstmsT]PST

Client Name: gﬁ&}dﬁ Vav tewmos
Phone ?iasmmz'ﬂg}%—' 790~ 9105

Fax Bumbser

PWS ID# (if applicable): /\) / A State Forms:
sample 1D or Source:  § JA D] — We -0z F

1> F Lab Sample ’M‘WY g 6 zms
Source Type: [] Spring [ Well Municipal [7] Surface Date Recelved:
[J otrer Time Recelved:_J 4 : 25

me Recelved: :
City &S et M
City & Stats: [ 87 Recelved By: @‘T
(if Different than Above) i}
Sample receipt ariteria checked & accaptabls.
Sample Collected By: Devigtions from accaptable sample raceipt criteria noted
(Signatum) on PSA form.
Sample Collected By: M\d\&
{Please Pnnt)

Michal Biters

Form Completed By

loechion H Z,

% Tl Sl ot s e,
1o h %’“‘*‘?L{

INCOMPLETE INFORMATION MAY DELAY ANALYSIS ANDHOR INVALIDATE RESULTS




General Compliance

tional Testing
Labsrateﬂes, Ltd Order Number: 2077502
= Order Date: 05/16/2016 355451
Sample Number: i lﬁlm@
4-800-458-3330 Product: Lead Only
Sample Paid: No Payment Method:
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit MI 48203 Payment $:
Check #:

Lab Commenis/Special Instructions:

{iate Sampled :mi_izwgf_léz,

Time Sam @éﬁ‘ﬁlwiiwﬁ. Please Use Miltary Time, 2.g 3.00pm = 15:00
Check Time Zone: [lféT [Jest{mMsT[]PST
cientiame: (555U ela o NS

Phone Number: 2,12 -7 G0~ 905

Fax Numbaer:

BWS 1D# (if applicable): /\) / ' State Forme!
Sample 1D or Source: D“//OZ” KC*’DB" P Lab Sample Informafipgy § ’5
Source Type: [] Spring [ Well [D/M““‘dpa' (] Surface Date Recelved: / 0%
[} Other.
Time Received:_J Y : 25
‘ » [ -
City & Stale: } )Ef}"ﬂp { ]\J 1s Recelved By: %?
{If Different than Abovs) e .

Sample receipt criteria checked & acceptable,

Daviations from accepiable sample receipt criteria noted
on PSA form,

Sample Tollected By:

&
(Sygnatum)
Sample Uollected By: NI

(P!aase Pﬁm}

Form Completed By M{d\d gﬁ’-&ﬁﬁ

Adm%;xau meats 2 (.04) H _H\,;S ‘SQ}W@(‘;(%’&@ i% bf&cl_:.égﬂ ﬁg
Gmﬁﬂ’c ' ’

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




tional Testing
Lab@mteraes, Ltd ,,

Product:

1-800-458-3330

Sample Pald: No

TSR: EF
Sold To:
G. 8. Group
Monica Starks
17800 Woodward Ave

Detroit Ml 48203

Date Bampled ; 5! ZDf /b
% Z'z Plaase Use Military Time, e g 3.00pm = 15.00

Time a&ﬁ’%@ e s s
Check Time Zone' [géT gestmsT]PsST
Client Name: %g}a anlemoS

Phone Number: 212, )97 - 9[05

O Ja
ource: W02 - K-

[] Spring [] Well (g Municipal [ Surface

Dﬂw 1,“_’ }J

FWE D% OF applicablsh

Sample

Sourcs Typs:
] Other:

City & State:

(if Different than Abova)
sample Collected By: A )
{Signature)
Sample Collected By |\ ( {é
(Plaase Print)

Mw}w\ Priers

Form Completed By

Order Number:
Order Date:
Sample Number:

General Compliance

2077502
05/16/2016

Lead Only EH§I35545'Z E

Payment Method:

For Laboratory Use ONLY

tab Accounting Information:

Payment $:

Check #:;

Lab Comments/Special fnstructions:

Stato Formis:

Lab Sempls lnfomeﬂ@m, 3 6 zmg
Date Received:

Time Recsived: Iy . ﬁ

Recelved By: BS?

Sampia recaipt criteria chacked & acceptable.
Deviations from acceptable samplo recaipt criteria noted
on PSA form.

G (otatens Saapli ot o1 &M_#“MMM 3

Flus

Wim

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS



